PROSEAL PLUG DEVICE

CONCRETE ON CORRUGATED METAL DECK
FOR FLOORS
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IMPORTANT PROTECTION L,

When using pressure type CPVC or PVC
use the non-migrating "WHITE" ProSeal Plug
Or use ProSet's caulking in place of the plug

IMPORTANT NOTES :

1. Cut hole through the deck to accommodate the sleeve coupling to the bottom of corrugation.

2. Mount sleeve to the corrugated metal with sheet metal screws, if necessary use a right angle
metal strip to span the corrugations. See component drawing P-43CM.

3. After concrete is poured, remove protective cap.

4. Insert the pass through piping up through the sleeve coupling.

5. Install the proper size split ProSeal Plug around the pipe & drive in fron top side.
Alternate: See drawing A-1011-AC or ACR for waterproofing.

IMPORTANT: The new non-migrating "WHITE" plug must be used - not the black.
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